SAUNA CUNA
DOCCIA 172x205

SAUNRY

calore naturale

@
™M x 2/3

. (\ .
5
pQ0

Spazio necessario per il montaggio della

(A) sauna

Necessary aera to assemble the sauna

Scatola cablaggio elettrico
Electrical unit
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Uscita aria calda
@ (non coprire)

Warm air outlet

(do not cover)

@ Pannello di controllo
Control Pannel

SAUNAVITA S.r.L.

Edizione 27/02/2015
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® Zona per attacchi acqua 230 400
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Possibile rotazione di 360 Pipe with sleeve 940
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Possibility to rotate 360°
of the discharged
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SICUREZZA SAUNA

Le saune SAUNAVITA sono costruite e collaudate, in

conformita alle norme Eurcpee, per garantire la
massima sicurezza dell'utiizzatore.

COLLEGAMENMTO ALLA RETE ELETTRICA

Il Collegamento ekettrico deve essere effettuato
da personale abiitato;

L'impianto elettrico dello stabile deve essere
conforme alle norme CEl 64.8 e protetto da wun
interruttore differenziale;

Uinterruttore differenziale deve avere una
corrente funzionale nominale non superiore a
30mA e un'apertura minima dei contatti di 3mm
Linterruttore deve essere portato in poskione
“chiuso” ("on"} solo per il tempo di impiego
dell’apparecchio, in seguito andrd rimesso N
posizione “aperto” (“off”). LUinterruttore non
deve essere raggiungibile dalla persona che sta
utilzzando l'apparecchio;

Limpianto di terra deve essere effidente e
conforme alledisposizioni CEI;

Il collegamento elettrico dell’apparecchiatura
deve essere eseguito in modo fisso e
permanente;

Mel caso in cui la sauna venga mortata in un
locale bagnorispettare le seguenti dis posizioni:

Linterrutore differenziale deve essere posto al di
fuori delle zone 1,2,3 con grado protezione
al'acqua IPX2 (CEl 64-8/7).

SAUMA SAFETY

SAUMNAVITA saunas are manufactured and tested in
according with European standards to guarantee
maximum user safety.

ELECTRICAL COMNMECTION

Electrical conrnection must be performed by
gualified person;

The electrical power supply must be in
compliance  with CEl 64.8 (or national
hammonied standard) and protected by an
isolating switch;

The Bolating switch must hawve a power
functional input not exceeding 30 mA and a
minimum opening of the contact of 3mm. The
switch must be brought into the "closed”
position {"on") only during the use, than it wil
bring back on "open" position ["off"). The switch
should not be accessible by the person who is
using the device;

The electrical ground system must be efficient
and complies with IEC;

The electrical comection of the equipment shall
be performedin afiked and permanert way;

If the Sauna is to be installed in a bathroom area,
the following requirement must be followed:

The isolating switch must be set away from areas
0,1,2,3 (CEI64-8/7 in Ktaly);

The electrical connection must be specified as
water protection category IPX4 and set away
from areas0,1 (CEl 64-8/7 inltaly)

CARATTERISTICHE ELETTRICHE - ELECTRICAL SPECIFICATIONS

POTENZA RESISTENZE| TENSIONE |CORRENTE ASSORBITA FUSIBILE TEMPERATURA MASSIMA

RATED POWER VOLTAGE ABORBED CURRET FUSE MAXIMUM TEMPERATURE
2.3 KW 2x1.15 KW |230 V - 1IN 11 A 2x16 A 100 °C
400 V - 2N 6 A 3x10 A 100 °C
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